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May 17, 2018 
 
 
Ms. Angie Aldrich 
Permit Technician  
City of Issaquah 
1775 – 12th Ave. NW 
Issaquah, WA  98027-3409 
 
 
RE: Green Grotto – Review 01 
 Permit ASDP17-00005 (Parcel #2124069062) 
 
 
Dear Ms. Aldrich: 
 
The District has reviewed the building permit tenant improvement information received on 
April 25, 2018 for the subject project for conformance with the District’s standards for 
backflow prevention for commercial facilities and sewer grease interception provisions.  
The District’s comments are noted below. 
 

1. Verify that the existing fire hydrant coverage is adequate. – The response comment 
provided does not adequately answer the District’s comment.  In addition, if a new fire 
hydrant is required then a Developer Extension Agreement will be required for the 
design and installation fo the new fire hydrant. 

 
2. New internal and external backflow prevention devices – The plans do not show the 

addition of the new backflow prevention devices.  The response letter does state that the 
backflow prevention devices will be shown on the final permit drawings.  The District 
would request that these drawings be submitted to the District for review. 
 

3. New Irrigation Meter and DCVA – The plans do not show the location of the new 
irrigation meter and DCVA backflow prevention device.  The response letter does state 
that the new irrigation meter and DCVA backflow prevention device will be shown on the 
final permit drawings.  The District would request that these drawings be submitted 
to the District for review. 
 

4. Fire Sprinkler System and DCDA – The plans do not show the location of the fire 
sprinkler connection or the DCDA vault.  The response letter does state that the fire 
sprinkler system and DCDA will be shown on the final permit drawings.  However, the 
design of the fire sprinkler connection and DCDA vault must be done under a 
Developer Extension Agreement.  Please confirm that a fire sprinkler system is 
being required for the building. 
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5. Grease Interceptor – The prposed project does not require the design and installation 
of a gravity grease interceptor. 

 
 
Cross Connection and Backflow Prevention for the purpose of protecting the public health, is a 
joint effort between the Local Plumbing Jurisdictions and the District.  

 
Following completion of the permit process and the testing of the backflow prevention device(s), 
please have the applicant complete the following: 
 

 Provide the District with passing backflow prevention test reports from a state-certified 
backflow assembly tester. 
 

 Contact the District for inspection of the installation prior to the City of Sammamish 
issuing a Certificate of Occupancy.  The District reserves the right to require 
modifications of the installation, regardless of approvals of other agencies. 

 
If you have any questions in regard to this review, please feel free to contact me. 

 
 
If you have any questions, please feel free to contact me. 
 
Sincerely, 
 
 
 
Kyle A. Wong, P. E. 
Project Manager 
 


